Canopy Style: 3 x 1 Inline
Canopy Size: 24'x 74'

Initial Levels at grade and vertically on pumps.

(12) CRUS-SC-HO-50 Calculation Summary
Fixture Lumens: 19,071 Canopy Average: 62.58
Fixture Watts:125 Pump Average Inner: 38.38
Lumens/Watt: 153 Pump Average Outer: 24.25
Mounting Height: 15' Transition Average: 5.06

Total Watts: 1500
Watts/sq.ft.: .85
Lumens/sq.ft. : 128.9

llluminance E
(Fe) ———

S S




Canopy Style: 3 x 1 Inline
Canopy Size: 24'x 74'

Initial Levels at grade and vertically on pumps.

(12) CRUS-SC-HO-50

Fixture Lumens: 19,071

Fixture Watts:125

Lumens/Watt: 153

Mounting Height: 15'

0

[lluminance
(9]

Calculation Summary

Canopy Average: 62.58
Pump Average Inner: 38.38
Pump Average Outer: 24.25
Transition Average: 5.06
Total Watts: 1500
Watts/sq.ft.: .85
Lumens/sq.ft. : 128.9




Canopy Style: 3 x 1 Inline
Canopy Size: 24'x 74'

Initial Levels at grade and vertically on pumps.

(12) CRUS-SC-HO-50

Fixture Lumens: 19,071

Fixture Watts:125

Lumens/Watt: 153

Mounting Height: 15'

Calculation Summary

Canopy Average: 62.58
Pump Average Inner: 38.38
Pump Average Outer: 24.25
Transition Average: 5.06
Total Watts: 1500
Watts/sq.ft.: .85
Lumens/sq.ft. : 128.9

12ft | 25ft | 25ft | \v/ 12—«
- e
“
0 1 ouss i 6.8 1 o %is . b
s
T 0 %3.2 %3.3 s 66 7 %6.2 %3.1 B
Lt ses| [ 56 5 o0 %s.s| L y
7 U7 S5 3 %0.0 %6.0
1 %2, %0.8 68.8 3 %s8.8 %6.1 + 4—)
§ § 4
i 1 %0.7 %0.8 6.1 “16.8 3 %8.8 %6.1 <
N
5.3 0 %6.0
O O =
1 42.8
e .
w 40.4 4 48.5 56.0
n
pl e 0 6 S e 2.4 %2.5 Be.3 %0.7 0.2 %0.7 b 3 Sa.s e 4405 0.0 6.
—5ft — 14ft 11ft : 14ft : 11ft : 14ft fo—5ft —=




