Canopy Style: 3 x 1 Inline
Canopy Size: 24'x 74'

Initial Levels at grade and vertically on pumps.

(12) CRUS-SC-LW-50 Calculation Summary
Fixture Lumens: 11,148 Canopy Average: 36.52
Fixture Watts: 73 Pump Average Inner: 22.53
Lumens/Watt: 153 Pump Average Outer: 14.13
Mounting Height: 15' Transition Average: 2.97

Total Watts: 876
Watts/sq.ft.: .49
Lumens/sq.ft. : 74.3

=

..
==
il e

0

[lluminance
(Fc)




Canopy Style: 3 x 1 Inline
Canopy Size: 24'x 74'

Initial Levels at grade and vertically on pumps.

(12) CRUS-SC-LW-50 Calculation Summary
Fixture Lumens: 11,148 Canopy Average: 36.52
Fixture Watts: 73 Pump Average Inner: 22.53
Lumens/Watt: 153 Pump Average Outer: 14.13
Mounting Height: 15' Transition Average: 2.97

Total Watts: 876
Watts/sq.ft.: .49
Lumens/sq.ft. : 74.3

LS .
',...,.:_ﬁ, -'.-wul '

0

[lluminance
(9]




Canopy Style: 3 x 1 Inline
Canopy Size: 24'x 74'

Initial Levels at grade and vertically on pumps.

(12) CRUS-SC-LW-50 Calculation Summary
Fixture Lumens: 11,148 Canopy Average: 36.52
Fixture Watts: 73 Pump Average Inner: 22.53
Lumens/Watt: 153 Pump Average Outer: 14.13
Mounting Height: 15' Transition Average: 2.97
Total Watts: 876
Watts/sq.ft.: .49
Lumens/sq.ft. : 74.3

12ft | 25ft | 25ft | \v/ 12—«
- s o
“
o 8 %29.0 %30.1 4 8.1 %0.1 %37.0 7.0 %0.1 38 3 %509 4.3 30.1 28.3 b
s
T 4 B2 6.8 L6f 9.6 %30 3.0 fpls % 2 %38.7 6.8 %312 %12 b
22 se0| 5 B EPRPRITS [P I J O s w02 | O S0 %20 n
. . [ . . . . . . .
s %55 w2 o ol s 0.7 4 1 %50 s 2.2 %5.5
o 3 %07 %96 s 4 w01 e %9 %0.7 3. o
u S 4
— .3 5.4 29.6 "8 0.0 3. 0.3 4 0.1 8.5 %29.6 0.7 <
N
5 i .2 ) 6.4 2.2 %55
O O O 0
1 1| I
e .
H 3 26.8
n
% 21.1 3 %6.2 9 %27.1 %30 1.4 .8 . 36.1 %36.5 6. 6. 5 4.0 ‘35, 1 5.4 %3 . . 35 .0 %0.8 . 0. . 9 26.2
—5ft — 14ft : 11ft : 14ft : 11ft : 14ft fo—5ft —=




