Canopy Style: 3 x 3 Stacked
Canopy Size: 40'x 92

Initial Levels at grade and vertically on pumps.
(18) SCM-LED-13L-SC-50
Fixture Lumens: 13,039
Fixture Watts: 84.7

Lumens/Watt: 154
Mounting Height: 15'
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(Fc)

Calculation Summary

Canopy Average: 39.67
Pump Average Inner: 23.76
Pump Average Outer: 15.53
Transition Average: 3.67
Total Watts: 1524.6
Watts/sq.ft.: 0.41
Lumens/sq.ft. : 63.7
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Canopy Style: 3 x 3 Stacked
Canopy Size: 40'x 92

Initial Levels at grade and vertically on pumps.

(18) SCM-LED-13L-SC-50 Calculation Summary

Fixture Lumens: 13,039 Canopy Average: 39.67
Fixture Watts: 84.7 Pump Average Inner: 23.76
Lumens/Watt: 154 Pump Average Outer: 15.53
Mounting Height: 15' Transition Average: 3.67
Total Watts: 1524.6
Watts/sq.ft.: 0.41
Lumens/sq.ft. : 63.7

12ft | 34ft | 34ft | \V 12ft ——=|

=

4ft —|

14ft

5 3.6 4.0 5.9 %59
5 %30 %537 5 %7.0 %6.9 6.9 (370
36,3 4.8 8.0 1 %es 8.4 6| (3.e
5 8.2 5.4 8 ] 6 2.9 %95 9.4
4 27.6 B4 gl 2.2 6 2.6 5.7
) 6 28.3 %6.9 0 1 %36 1.3 1. 39.2 .9 . .8 8.8 9.8
&
©
— . . . .
o 4.6 27.6 0 4 %0.0 %52.0 2.0 Nigmp
8.0 1.6 44.8 0 2.0 %3.4 2 16
7 %38 %3.0 5.8 38 5 %9.4 7.4 KR T
6 3.7 ‘2.1 N3 56.9 6.9 59.3 JERN}
a s
a4
. . . . . . —
6t e ds 6.0 6.0 %593 o
7 33.9 3.0 s ola 7.4 %7.4 %94
D ,,,,,,,, D 5
o)
&
©
—

|
T

| aft

5.0 6.1 %o.4 S0.z %005 3.6 4.0 %25 S2.8 %303 3.6 2.1 %o 2e.z %8 283 B0.1 B2 B4z Be.0 B35 339 355 559 B39 335 G40 a2 G2.e B0.1 oo 7.7 %8 o8 %21 B35 933 %28 52.5 300 G 0.9 B0.2 9.4 2o %,
f—5ft —efo———  14ft : 20ft : 14ft : 20ft : 14ft —s5ft —]




